sapa:

September 10, 2014

RECEIVED
EPA REGION 11l
Mr. John Lovell
United States Environmental Protection Agency SEP 15 2014
Region IlI NPDES PERMITS BRANCH
(3WP41)

1650 Arch Street
Philadelphia, PA 19103-2029

Dear Mr. Lovell;

SUBJECT: Process Waste Water Discharge Follow-up on Sampling
PAP245985 Sapa

Sapa reported in its DMR dated 7/2/2014 that we exceeded our limit for O&G from
WWTS-1 (Anodizing Wastewater Discharge). Re-sampling on 8/21/2014 indicated
compliance (non-detect). Operational controls including separation of certain fabrication
wastewater from that system appear to be effective.

Sapa also reported exceedances of O&G, Chromium, and Zinc from WWTS-2
(Fabrication Discharge). Re-sampling of those parameters indicate that the operational
controls applied thus far have not been effective. Additional controls, including piping of
this discharge to the Anodizing Wastewater Treatment System are being implemented.

Also, Sapa has conducted sampling and analysis of both discharge points for Total
Toxic Organics (TTO). Those results are ND for all TTO constituents (results are
attached). Sapa requests that EPA provide TTO ||m|ts based on the production rates

that were used for the O&G Limits. ~

The flow rate for the day of sampling 8/21/14 was the following:
WWTS-1 - 120,721 gallons 7
WWTS-2 — 1,400 gallons .

WWTS-1 Anodizing

Max Mass Limit | Mo Avg Mass Limit 8/21/2014 '
Lbs/day Lbs/day Lbs/day
08&G ‘ 7.2640 7.2640 ND ‘

SAPA Extruder, Inc.

Mountain Top Operation, 330 EImwood Avenue, Crestwood Industrial Park, Mountain Top, PA 18707
Telephone: (6570) 474-5935 Fax (main): (570) 474-6220 Fax (sales): (570) 474-6846



WWTS-2 Fabrication

Max Mass Limit | Mo Avg Mass Limit 8/21/2014
Lbs/day Lbs/day Lbs/day
0&G 0.00471 0.00471 0.37480
Cr 0.00053 0.00021 0.00068
Zn 0.00144 0.00060 0.00155

If you need clarification or require something in addition to what | have, please contact

me.

Sincerely,

Sonda. Complel)

Linda Campbell

Environmental, Health, Safety/Training & Dev. Coordinator

cc: Mr. Robert Hansford
Mr. Clay Long
File

SAPA Extruder, Inc.

Mountain Top Operation, 330 ElImwood Avenue, Crestwood Industrial Park, Mountain Top, PA 18707
Telephone: (570) 474-5935 Fax (main): (570) 474-6220 Fax (sales): (570) 474-6846
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HawkMtn WO #:;
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201 West Clay Avenue / Hazle Township, PA 18202

INC

Report Narrative

Sapa Extruder, Inc.
330 Elmwood Avenue

Crestwood Industrial Park
Mountaintop, PA 18707-0098

1408-00836
Samples from Fabrication & Anodizing

PHONE (570) 455-6011 - FAX (570) 455-6321

Report Date: 9/3/2014

Page 1 of 3

www.hawkmtnlabs.com

Any information provided by client (CLT) has not been performed by HML and is not within the HML NELAP scope of accreditation.

Data Qualifiers:

A= Insufficient sample to run all required quality control

B = Analyte found in the method blank

C = Analyte has been confirmed by another instrument or method
D = Sample or extract was analyzed at a higher dilution.

E = Analyte exceeds the upper limit of the calibration curve

F = Lab fortified blank had a difference outside the QC limits

G = Failure in the ending calibration check. The average sum for the ending calibration check meets method requirements,

H = Sample run past hold time

I =Initial Calibration Verification was outside QC limits
] = Estimated concentration of an analyte between MDL (LOD) and Reporting Limit (LOQ)
K = Dissolved sample was not run because total was non-detect

L = Sample not received in proper container

M = Matrix spike recovery was outside QC limits

N = Analyte included on HML's NELAP scope of accreditation

( = Second Source Calibration Verification was outside QC limits

R = Duplicate/Matrix spike duplicate had a relative percent difference outside QC limits

§ = Surrogate out of control limits
V= Continuing Calibration Verification was outside QC limits
X = User defined data qualifier

NA =Not Applicable

The test results meet the requirements of the 2009 TNI Standard and the 25 PA Code, Chapter 252, except where noted.

The information contained in this analytical report is the sole property of Hawk MTN Laboratories, Inc.
and that of the client. It cannot be reproduced in any form without the consent of Hawk MTN Labs, Inc. or the client for which this report
was issued. The results contained in this report(s) are only representative of the sample(s) received. Conditions are dependant on location
and time of the sampling event.
Hawk MTN Laboratories, Inc. is not responsible for use or interpretation of the data included herein.

ISO 9001
Registered

PA DEP 40417
EPA PAOD169
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201 West Clay Avenue / Hazle Township, PA 18202

LABS INC

PHONE (570) 455-6011 - FAX (570) 455-6321
www.hawkmitnlabs.com

Certificate of Analvsis

Customer:  Sapa Extruder, Inc.
330 Elmwood Avenue
Crestwood Industrial Park

Report Date: 9/3/2014

ISO 9001
Registered

Mountaintop, PA 18707-0098
P, - Page 2 of 3
Material Tested: ~ Waste Water HawkMtn WO #: 1408-00836-001
Date Sampled: 08/21/2014 Time Sampled: ~ 12:30 Sampler: CLIENT
Date Received: 08/21/2014 Sample Point ID:  Fabrication
Client Sample ID: Sample from Fabrication
Quant Start End
~ Test Name Test Results Qual Method Limit  Tech Date/Time Date/Time
e P 2L =£c

Oil and Grease 32.1 mg/l N EPA 1664 A 4.0 IB 8/26/14  6:50
Chromium, Total ICP-MS 0.0584 meg/l N EPA 200.8 0.001 EW 8/25/14  0:00
Zinc, Total 0.133 mg/l N EPA 200.7 0.02 cs 826/14 1530
Transported on loose ice YES 0 JZO 8/21/14 14:40
Temp Upon Receipt 142 C 0 1Z0 8/21/14  14:40

These results relate only to the sample noted above.

This certificate is not to be reproduced except in full, %‘/@

without the written approval of HawkMtn Labs Ronald Andrae, Technical Director

o
Andrea Mengel, Quality Director
A PA DEP 40417
EPA PAO0D169
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201 West Clay Avenue / Hazle Township, PA 18202

PHONE (570) 455-6011 - FAX (570) 455-6321

L A B S l N C www.hawkmtnlabs.com

Certificate of Analysis

Customer:  Sapa Extruder, Inc.

330 Eifriwaiod Avenus Report Date: 9/3/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 3 of 3

HawkMtn WO #:  1408-00836-002
Sampler: CLIENT
Sample Point ID:  Anodizing

Material Tested: ~ Waste Water
Date Sampled: 08/21/2014 / Time Sampled: 8:30
Date Received: 08/22/2014

Client Sample ID: Sample from Anodizing

Quant Start End
Test Name Test Results Qual Method Limit  Tech Date/Time Date/Time
0il and Grease <4.0 mg/l N EPA 1664 A 4.0 IB 8/26/14  6:50
Transported on loose ice YES 0 LL 822/14 13:00
Temp Upon Receipt 82 C 0 LL 8/22/14 13:00

These results relate only to the sample noted above.

This certificate is not to be reproduced except in full, %/@

without the written approval of HawkMtn Labs Ronald Andrae. Technical Director
]

MW

Andrea Mengel, Quality Director

PA DEP 40417
EPA PAOO168

ISO 9001
Registered
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201 West Clay Avenue / Hazle Township, PA 18202

PHONE (570) 455-6011 - FAX (570) 455-6321

l_. A B S l N C www.hawkmtnlabs.com

Report Narrative

Customer: Sapa Extruder, Inc. Report Date: 9/5/2014
330 Elmwood Avenue
Crestwood Industrial Park Page 1 of 7

Mountaintop, PA 18707-0098

HawkMtn WO #: 1408-00868
Subject Line: TTO Testing on Waste Water from Fabrication & Anodizing

N-nitrosodiphenylamine decomposes in the gas chromatographic inlet and cannot be separated from
diphenylamine. For this reason a combined result for n-nitrosodiphenylamine and diphenylamine is reported.
1,2-Diphenylhydrazine is unstable even at room temperature and readily converts to azobenzene. Results are
analyzed and determined as azobenzene. The final result includes both compounds and is reported as

1,2-Diphenylhydrazine.

Any information provided by client (CLT) has not been performed by HML and is not within the HML NELAP scope of accreditation,

Data Qualifiers:

A = Insufficient sample to run all required quality control

B = Analyte found in the method blank

C = Analyte has been confirmed by another instrument or method

D = Sample or extract was analyzed at a higher dilution,

E = Analyte exceeds the upper limit of the calibration curve

F = Lab fortified blank had a difference outside the QC limits

G = Failure in the ending calibration check. The average sum for the ending calibration check meets method requirements.
H = Sample run past hold time

I = Initial Calibration Verification was outside QC limits

J = Estimated concentration of an analyte between MDL (LOD) and Reporting Limit (LOQ)
K = Dissolved sample was not run because total was non-detect

L= Sample not received in proper container

M = Matrix spike recovery was outside QC limits

N= Analyte included on HML's NELAP scope of accreditation

Q = Second Source Calibration Verification was outside QC limits

R = Duplicate/Matrix spike duplicate had a relative percent difference outside QC limits
§ = Surrogate out of control limits

V= Continuing Calibration Verification was outside QC limits

X = User defined data qualifier

NA =Not Applicable

The test results meet the requirements of the 2009 TNI Standard and the 25 PA Code, Chapter 252, except where noted.

The information contained in this analytical report is the sole property of Hawk MTN Laboratories, Inc.

and that of the client. It cannot be reproduced in any form without the consent of Hawk MTN Labs, Inc. or the client for which this report
was issued. The results contained in this report(s) are only representative of the sample(s) received. Conditions are dependant on location

and time of the sampling event.
Hawk MTN Laboratories, Inc. is not responsible for use or interpretation of the data included herein,

PA DEP 20417 |
EPA PAD169

ISO 9001
Registered




201 West Clay Avenue / Hazle Township, PA 18202
PHONE (570) 455-6011 - FAX (570) 455-6321

L A B S l N C www.hawkmtnlabs.com

Certificate of Analvsis

Customer:  Sapa Extruder, Inc.

330 Elmwood Avefmc Report Date: 9/5/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 2 of 7

Material Tested: ~ Waste Water HawkMtn WO #: 1408-00868-001

Date Sampled: 08/21/2014 Time Sampled:  12:30 Sampler: CLIENT
Date Received: 08/21/2014 Sample Point ID:  Fabrication
Client Sample ID: TTO Testing on Waste Water from Fabrication
Quant Start End
Test Name Test Results Qual Method Limit  Tech Date/Time Date/Time
P-Chloro-m-Cresol <26.04 ug/l D EPA 625 5— ﬁ 8/26/14 16:15
Priority Pollutants S Vol EPA 625 GMR 8/26/14 14:01
Acenaphthene <26.0 ug/l N,D, X EPA 625 5 GMR 8/26/14 14:01
2-Chlorophenol <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
2 4-Dinitrotoluene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Fluoranthene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Isophorone <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14.01
Naphthalene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
N-Nitrosodiphenylamine <26.0 ug/l N.D,X,M  EPA625 5 GMR 8/26/14 14:01
Phenol <26.0 ug/l N,D,XM  EPA625 5 GMR 8/26/14 14:01
Bis(2-ethylhexyl) phthalate <26.0 ugl N,D,X EPA 625 5 GMR 8/26/14  14:01
Di-N-Butyl Phthalate <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Diethyl phthalate <26.0 ug/ N,D,X EPA 625 5 GMR 8/26/14 14:01
Benzo(a)pyrene <26.0 ug/l N,D.X EPA 625 5 GMR 8/26/14 14:01
Benzo(b)fluoranthene <26.0 ug/l N,D, X EPA 625 5 GMR 8/26/14 14:01
Benzo(K)fluoranthene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Chrysene <26.0 ugl N,D,X EPA 625 5 GMR 8/26/14 14:01
Acenaphthylene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Anthracene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14  14.01
Benzo(g,h,i)perylene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 1401
Fluorene <26.0 ug/l N,DX,F EPA 625 5 GMR 8/26/14  14:01
Phenanthrene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
Dibenzo(a,h)anthracene <26.0 ug/l N,D, X EPA 625 5 GMR 8126/14  14:01
Indeno(1,2,3-cd)pyrene <26.0 ug/l N,D, X EPA 625 5 GMR 8/26/14 14:01
Pyrene <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14  14.01
1,2-Diphenylhydrazine <26.0 ug/l N,D,X EPA 625 5 GMR 8/26/14 14:01
3 PA DEP 40417
EPA PA00169

ISO 9001
Registered




201 West Clay Avenue / Hazle Township, PA 18202

e=
PHONE (570) 455-6011 - FAX (570) 455-6321

L A B S l N C www.hawkmtnlabs.com

Certificate of Analysis

Customer:  Sapa Extruder, Inc.

330 Elmwood Avenue Report Date: 9/5/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 3 of 7

HawkMtn WO #: 1408-00868-001
Sampler: CLIENT
Sample Point ID;  Fabrication

Material Tested: ~ Waste Water
Date Sampled: 08/21/2014 Time Sampled:  12:30
Date Received: 08/21/2014

Client Sample ID: TTO Testing on Waste Water from Fabrication

Quant Start End
Test Name Test Results Qual Method Limit  Tech Date/Time Date/Time
Priority Pollutant Vols EPA 624 T T 8/25114 10:37
Ethylbenzene <0.0100 mg/l N EPA 624 0.0010 JA 8/25/14 10:37
Tetrachloroethene <0.0100 mg/l N EPA 624 0.0010 JA 8/25/14 10:37
Toluene <0.0100 mg/l N EPA 624 0.0010 JA 8/25/14 10:37
Trichloroethene <0.0100 mg/l N EPA 624 0.0010 JA 8/25/14 10:37
Priority Pollutant Pest. EPA 608 GMR 8/26/14 14:52
Endosulfan Sulfate <0.20 ug/l N EPA 608 02 GMR 8/26/14 14:52
Endrin <0.20 ug/l N EPA 608 0.2 GMR 8/26/14 14:52
Endrin Aldehyde <0.20 ug/l N EPA 608 0.2 GMR 8/26/14  14:52
PCB-1016 <0.51 ug/l N,R EPA 8082 1.0 GMR 8/26/14 13:48
PCB-1221 <0.51 ug/l N,R EPA 8082 1.0 GMR 8/26/14 13:48
PCB-1232 <0.51 ugf N,R EPA 8082 1.0 GMR 8/26/14 13:48
PCB-1242 <0.51 ug/l N,R EPA 8082 1.0 GMR 8/26/14 13:48
PCB-1248 <0.51 ug/l N,R EPA 8082 1.0 GMR 8/26/14 1348
PCB-1254 <0.51 ug/l N.R EPA 8082 1.0 GMR 8/26/14 13:48
PCB-1260 <0.51 ug/l N,R EPA 8082 1.0 GMR 8/26/14 13:48
Temp Upon Receipt 110 C 0 JZ0 8/21/14 14:40
Transported on loose ice YES 0 JZ0 8/21/14 14:40

X - 1408-868-1 SVOCs by EPA 625 - basc neutral surrogate standards were added to the samples, but not the
Laboratory Reagent Blank or Fortified Blank due to technician error. All other QC requirements were within

specification unless noted at the analyte level.

PA DEP 40417
EPA PAD0169

ISO 92001
Registered




201 West Clay Avenue / Hazle Township, PA 18202

PHONE (570) 455-6011 - FAX (570) 455-6321

L A B S l N C www.hawkmtnlabs.com

Certificate of Analvsis

Customer:  Sapa Extruder, Inc.

210 Hinivond Ave.nuc Report Date: 9/5/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 4 of 7
Material Tested: ~ Waste Water HawkMtn WO #: 1408-00868-001
Date Sampled: 08/21/2014 Time Sampled:  12:30 Sampler: CLIENT
Sample Point ID;  Fabrication

Date Received: 08/21/2014

Client Sample ID: TTO Testing on Waste Water from Fabrication

! !ua]]t Start End
Test Name Test Results Qual Method Limit Tech Date/Time Date/Time

These results relate only to the sample noted above.

This certificate is not to be reproduced except in full,
without the written approval of HawkMtn Labs Ronald Andrae. Technical Director
3

@mw

Andrea Mengel, Quality Director

PA DEP 40417
EPA PADD169

-

1ISO 9001
Registered
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201 West Clay Avenue / Hazle Township, PA 18202
m— S — i
PHONE (570) 455-6011 - FAX (570) 455-6321

L A B S l N C www . hawkmtnlabs.com

Certificate of Analysis

Customer:  Sapa Extruder, Inc.

330 Elmwood Ave.nue Report Date: 9/5/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 5 of 7

Material Tested: ~ Waste Water HawkMtn WO #: 1408-00868-002

Date Sampled: 08/21/2014 Time Sampled: 8:30 Sampler: CLIENT
Date Received: 08/22/2014 Sample Point ID:  Anodizing
Client Sample 1D: TTO Testing on Waste Water from Anodizing
Quant Start End
Test Name Test Results Qual Method Limit Tech Date/Time Date/Time
P-Chloro-m-Cresol <111 ug/l N,D EPA 625 5 ﬁ 8/26/14 1621
Priority Pollutants S Vol EPA 625 GMR 8/26/14 16:33
Acenaphthene <11.1 ug/l N,D,X EPA 625 5 GMR 8/26/14 16:33
2-Chlorophenol <11.1 ug/l N,D,X EPA 625 5 GMR 8/26/14 16:33
2 4-Dinitrotoluene <1L.1 ug/l N,D,X EPA 625 5 GMR 8/26/14 16:33
Fluoranthene <I11.1 ug/l N,D, X EPA 625 5 GMR 8/26/14 16:33
Isophorone <11.1 ugfl N,D,X EPA 625 5 GMR 8/26/14 16:33
Naphthalene <I1.1 ug/l N,D,X EPA 625 5 GMR 826/14 16:33
N-Nitrosodiphenylamine <11.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
Phenol <1L.1 ug/l N,D,EX EPA 625 5 GMR 8/26/14 16:33
Bis(2-ethylhexyl) phthalate <11.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
Di-N-Butyl Phthalate <IL.1 ugl N,D,.X EPA 625 5 GMR 8/26/14 16:33
Diethyl phthalate <I1.1 ugl N,DX EPA 625 5 GMR 8/26/14 16:33
Benzo(a)pyrene <11.1 ugl N,D.X EPA 625 5 GMR 8/26/14 16:33
Benzo(b)fluoranthene <I1.1 ug/l N,D,X EPA 625 5 GMR 8/26/14 16:33
Benzo(K)fluoranthene <I1.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
Chrysene <11.1 ug/l N,D.X EPA 625 5 GMR 8/26/14 16:33
Acenaphthylene <11.1 ug/l N,D,X EPA 625 5 GMR 8/26/14 16:33
Anthracene <IL1 ugl N,D,X EPA 625 5 GMR 8/26/14  16:33
Benzo(g,h,i)perylene <I1.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
Fluorene <111 ug/l N,D,EX EPA 625 5 GMR 8/26/14 16:33
Phenanthrene <1L.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
Dibenzo(a,h)anthracene <IL.1 ugl N,D, X EPA 625 5 GMR B/26/14 16:33
Indeno(1,2,3-cd)pyrene <IL.1 ugl N,D, X EPA 625 5 GMR 8/26/14 16:33
Pyrene <11.1 ug N,D,X EPA 625 5 GMR 826/14  16:33
1,2-Diphenylhydrazine <11.1 ugl N,D,X EPA 625 5 GMR 8/26/14 16:33
- PA DEP 40417
EPA PAQ0169

ISO 9001
Registered




201 West Clay Avenue / Hazle Township, PA 18202

LaBS INC

Customer:

Sapa Extruder, Inc.
330 Elmwood Avenue
Crestwood Industrial Park

Mountaintop, PA 18707-0098

Certificate of Analysis

PHONE (570) 455-6011 - FAX (570) 455-6321
www.hawkmtnlabs.com

Report Date: 9/5/2014

Page 6 of 7

Material Tested:
Date Sampled:
Date Received:

Client Sample 1D:

Waste Water

08/21/2014 Time Sampled:

08/22/2014

8:30

TTO Testing on Waste Water from Anodizing

Test Name Test Results Qual Method
Priority Pollutant Vols EPA 624
Ethylbenzene <0.0100 mg/l N EPA 624
Tetrachloroethene <0.0100 mg/l N EPA 624
Toluene <0.0100 mg/ N EPA 624
Trichloroethene <0.0100 mg/l N EPA 624
Priority Pollutant Pest. EPA 608
Endosulfan Sulfate <0.22 ug/l N,S EPA 608
Endrin <0.22 ug/l NS EPA 608
Endrin Aldehyde <0.22 ug/l N,S EPA 608
PCB-1016 <0.56 ug/l EPA 8082
PCB-1221 <0.56 ug/l N EPA 8082
PCB-1232 <0.56 ug/l N EPA 8082
PCB-1242 <0.56 ug/l N EPA 8082
PCB-1248 <0.56 ug/l N EPA 8082
PCB-1254 <0.56 ug/l N EPA 8082
PCB-1260 <0.56 ug/l N EPA 8082
Temp Upon Receipt j6 C
Transported on loose ice YES

HawkMtn WO #:

Sampler:

Sample Point ID:

Quant

Limit

0.0010
0.0010
0.0010
0.0010

0.2
0.2
0.2
1.0
1.0
1.0
1.0
1.0
1.0
1.0
0

0

1408-00868-002

CLIENT
Anodizing

Tech
JA

JA
JA
JA
JA
GMR
GMR
GMR
GMR
GMR
GMR
GMR
GMR
GMR
GMR
GMR
LL
LL

X - 1408-868-2 SVOCs by EPA 625 - base neutral surrogate standards were added to the samples, but not the

Laboratory Reagent Blank or Fortified Blank due to technician error. All other QC requirements were within

specification unless noted at the analyte level.

-

1ISO 9001
Registered

Start
Date/Time

End
Date/Time

8/25/14
8/25/14
8/25/14
8/25/14
8/25/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
8/26/14
826/14
8/22/14
8/22/14

10:37
10:37
10:37
10:37
10:37
14:52
14:52
14:52
14:52
[3:53
13:53
13:53
13:53
13:53
13:53
13:53
13:00
13:00

PA DEP 40417
EPA PADD169




€00 A3Y €Z03-800-dSO

el R

Ag u pabboq

@t _FPTZ

" :Ag qeT e penisosy

e

:Ag paysinbujjay

e hlEE2

Qﬂw@»w _36 LD w/%dﬂ

:Ag panjsasy

%2

IR Fnade

:Ag paysinbuijay

&n& \“\ \N\r.bm \w&\ \AQ :Ag pejdwes /)O,Z/ S3Q g(&uﬂx - S LAG\O;./\U
swi °leg w e ‘SHLON
‘8jeg/ewi] pug ‘|leg/ewl] ves s|dweg mu_wanooNNVm :Ag payoayy samog Oz ﬁJ :Ag apep sanbg
N ‘sjuawwod buydweg

Qx..\ \,\H\ﬂ\m paAoiddy

M) —

:um._. _O Ia ﬁv

N (X ) (3°8u siskpeay/300/591dures
—> 7 :Aq pajjdmop

(uasaxd 4o Y :S3]0e[0A

/ {so[dures sjenbapy
{SISUIRIUOD 1231107
{r1dwon pue jorym Hop
{231 w0 papodsuery,
Lomyuy sojdureg

REZE

syue|q dij Z + 1OH Wi J_

BIA
avastsdun  Zp7N \._\.Qnﬂs\r.ﬂ\ m@Q_U%

2524 dun L sen ') Sequiy sV _m_«mmﬁ —27
2|

$107/S1/8 :UO pajuly

\\\ NVQ :Ag pajuid

“mwm _ 30I-00

27 -
O gL OIWdWALOD

80! 8500] Uo papodsuel |
1disoay uodn dwaj
s9 yosaL
* Buizipouy wouy Jajepn sjsep) uo Bupsal 011 :zZoo @idweg
Buzipouy  :q| ajdwesg 89800-80%L :# 49pJ0 YI10M
Buizipouy % uopesuqey wioJy 1ejepn 9)SBM Uo Bunsal 011 :aulq j09[gng
Aposn jo ureyn

12€9-65¥ (0£S) Xed 1109-GG+ (0.8) euoyd

20281 Vd ‘diysumoy sjzeH “aay Ae|D ‘A L.OZ

"ONI 'S8V NLWMMVYH

IS)EM BI1SBAN IXIIBI

8600-20.8} Vd ‘dojuiejunopy
Jied [elisnpu] poomisaln
anuaAy poomuw|3 oge

"ou| ‘Jepnyx3g edeg :lawojish)



201 West Clay Avenue / Hazle Township, PA 18202
PHONE (570} 455-6011 - FAX (570) 455-6321

L A B S ] N C www.hawkmtnlabs.com

Certificate of Analvsis

Customer:  Sapa Extruder, Inc.

330 ElImwood Avenue Report Date: 9/5/2014
Crestwood Industrial Park
Mountaintop, PA 18707-0098 Page 7 of 7

Material Tested: ~ Waste Water HawkMtn WO #: 1408-00868-002

Date Sampled: 08/21/2014 Time Sampled: 8:30 Sampler: CLIENT

Date Received: 08/22/2014 Sample Point ID:  Anodizing

Client Sample ID: TTO Testing on Waste Water from Anodizing

! !uaut Start End
Test Name Test Results Qual Method Limit Tech Date/Time Date/Time
These results relate only to the sample noted above.
This certificate is not to be reproduced except in full, %—%@
without the written approval of HawkMitn Labs Ronald Andrae. Technical Director
?

@MW

Andrea Mengel, Quality Director

PA DEP 40417
EPA PAO0169

ISO 9001
Registered




